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ABSTRACT 

This paper gives an overview of the tunnel fire research, both experimental and theoretical work with the 
exception of computer modelling. The overview shows that the critical velocity for longitudinal flow in a 
tunnel is the single most well investigated fire phenomenon found in the tunnel fire research literature. This 
knowledge has reached a high level but there are still some areas that need to be investigated further. For 
example, very little work has been done on backlayering of smoke upstream a fire and cross-sectional 
effects on heat release rates, temperatures, flame lengths, fire spread and toxic conditions.  

Extensive work using model scale tunnels has contributed with new information and clarified many 
phenomena but the lack of good large scale experimental data is and will be a key issue in near future. This 
concerns mainly the correlation between heat release rate and maximum ceiling temperatures, the influence 
of ventilation on maximum heat release rate and fire growth rate and fire spread in and between vehicles. 
The extensive theoretical work which has been conducted concerning the effects of ventilation on heat 
release rates needs to be further investigated in large scale tests.  
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NOMENCLATURE  

A cross-sectional area  (m2) R tunnel radius (m) 

pc  specific heat capacity of air (kJ/kg K) T temperature (K) 
Fr Froude number u air velocity (m/s) 
g acceleration due to gravity (m/s2) critv critical ventilation velocity (m/s) 
H tunnel height (m) *

critv dimensionless critical velocity 
k constant equation (1) W tunnel width (m) 
K’ constant equation (2) Greek

bL  length of the backlayering distance (m) ε  constant equation (9) 
Lf flame length (m) ρ density (kg/m3) 

'Q  
convective heat release rate per unit 
width of the tunnel (kW/m) γ  constant equation (9) 

⋅

Q  heat release rate (HRR) (kW) Subscripts
*Q  dimensionless heat release rate 0 ambient conditions 

INTRODUCTION 

Tunnel fires are one of the most challenging research areas for a fire scientist. Tunnel constructions are 
complex in nature and the investment costs are sometimes astronomical. The fire load varies greatly at the 
same time as very few experiments with transport vehicles are available. The tunnel ventilation systems 
create complex and challenging atmospheres leading to numerous interesting physical phenomena. Such 
phenomena include, for example, three dimensional turbulent flow conditions around the fire or ventilation 
openings. In fact, tunnel research is comprised mostly of basic fire science phenomena, e.g., basic ignition 
phenomena, complex chemistry, fire and smoke spread, fuel and ventilation control, heat transfer, structural 
damage or human behaviour.  Despite this fact, relatively small interest from the fire science community 
has been projected into the tunnel fire research field. The author has not been able to find any realistic 
explanation as to why this is the case. The interest ought to be higher simply because of the importance of 
the infrastructure transport systems for the society, the high investment costs and the challenging and 
interesting nature of this research area. One possible explanation is that the research needs has been 
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initiated by engineers engaged in regulations, tunnel management and technical development of safety 
systems for tunnels, rather than universities, insurance companies or governmental owned research 
institutes.  

In recent years the interest in fire safety science of tunnels has, however, increased mainly due to the 
increasing number of catastrophic tunnel fires and the increasing number of tunnels built. Numerous 
universities, research institutes and large engineering companies have become involved in large national 
infrastructure projects, e.g., the Channel Tunnel project connecting UK and France. This project was a real 
engineering challenge where the fire safety aspects played an important role. The Channel Tunnel project 
enhanced and created new fundamental knowledge, especially in the UK. This new knowledge, together 
with better educated fire protection engineers and scientists, increased our ability to conduct performance 
based design of these new large tunnels. This, in turn, has required better engineering methods and 
technology such as CFD (Computational Fluid Dynamics). A good sign of the increasing interest from the 
fire safety community is the Handbook of Fire Safety in Tunnels edited by Beard and Carvel [1]. Amongst 
other things, this book contains the first published full treatment of Fire Dynamics in Tunnels [2]. This 
book will definitely enhance our knowledge and understanding of basic tunnel fire phenomena mainly 
because the tunnel industry is still lacking good fire safety expertise.  

The educational part of the tunnel fire safety science is still in its start up phase. Graduate courses in fire 
safety engineering worldwide do not generally include courses in fire dynamics or safety in tunnels. The 
author has given PhD courses in fire dynamics in tunnels at the Mälardalen University in Sweden. Such 
courses are unique but there is no doubt that tunnel research will be an important research and education 
area in the future and that fundamental courses will be integrated into the education internationally in due 
time. 

The overview presented here shows that the efforts of different countries in the field of tunnel fire research 
vary. Fire scientists in the UK have traditionally been very active in this field. The Fire Research Station 
(FRS) in Boreham Wood had numerous fire researchers that contributed in the early stages. As mentioned 
previously, large infrastructure projects on tunnels may have an effect on the national research efforts on 
tunnel fires. The best example of this is when the Channel Tunnel project was established in the beginning 
of the 90’s. This resulted in many research projects in the UK, engaging numerous fire researchers. The 
researchers at the Health and Safety Executive (HSE) in Buxton contributed with new experimental and 
theoretical knowledge on ventilation and heat release rates in tunnel fires [3-5]. Their work focused on 
critical velocity, modelling techniques, smoke spread and CFD validation. In the late 90’s, a group of fire 
scientists at the Herriot-Watt University in Edinburgh and from Edinburg University started to do research 
on fire spread in tunnels and the influence of ventilation on heat release rates [6-9]. There are of course 
other national fire research groups that have worked with tunnel research but they have usually been 
smaller. Fire scientist from Sweden, Norway, Finland, Netherland, French, Germany, Australia, USA, 
Japan, Korea and China have all been involved in national projects on tunnel related fire research.   

Important new knowledge has been generated as part of European research projects within the 5th and the 
6th Framework programme sponsored by the European Commission. These projects are not presented here 
but examples of such projects include Upgrading Methods for Fire Safety in Existing Tunnels (UPTUN), 
Durable and Reliable Tunnel Structures (DART), Thematic Network on Fire in Tunnels (FIT), Large Scale 
Underground Research Facility (LSURF) etc. 

Other important research works that were not originally carried out for tunnels, but for mines and ducts, 
constitute a very good basic knowledge for fires in tunnels [10-12].   

In order to give an overview of the state of the art of tunnel fire research, some of the major research efforts 
to date are summarised here. This includes both theoretical and experimental work carried out world wide 
with the exception of computer modelling work.  

OVERVIEW OF THEORETICAL WORK 

Critical velocity 

The first theoretical work related to tunnel fire science is found in 1958 by Thomas [13], on the movement 
of buoyant fluid against a stream and the venting of underground fires. In this article the main focus was on 
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backlayering of hot smoke (see Figure 1) but in 1968 Thomas [14] presented the concept of critical velocity 
in duct flow. The critical velocity is defined as the longitudinal velocity needed to prevent any type of 
backlayering of hot gases.  Based on the Froude number (Froude =1 when the buoyancy and inertial force 
are equal), Thomas derived the following semi-empirical equation for the critical velocity:   
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where critv is the critical ventilation velocity, g is the acceleration due to gravity, 'Q is the convective heat 

release rate per unit width of the tunnel, 0ρ is the ambient density, pc is the specific heat capacity of air, k 
is constant (Thomas found that k=1 gave a fair agreement with test data) and T is smoke temperature.  

 
 
 
 
 
 

 

Figure 1  A schematic sketch showing the backlayering distance of smoke in a longitudinal tunnel flow. 

Hinkley [15] also worked on the subject of critical velocity, but in a different application (one end closed 
corridor in a shopping mall), and came up with a similar cube-root relationship to that of Thomas [14]:  
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where W is the width, T0 is ambient temperature and K’ was found to be 0.8, determined from experiments 
on the movement of the hot gas layers in relatively short corridors without forced ventilation. Hinkley 
assumed that the magnitude of ventilation velocity was equal to that of the hot gas velocity.  Heselden [16] 
continued with Hinkleys approach by including constants extracted from a limited set of data from large 
scale tests in Glasgow.  Heseldens work was widely used as the basis for specifying recommendations on 
critical velocities in road tunnels [17]. Thomas, Hinkley and Heselden, have all made a considerable 
contribution to the fire safety community in general but their efforts have also had a significant impact on 
improving our basic knowledge in tunnel fire engineering. In particular the work by Heselden [16, 18] had 
a great impact on the way engineers treated design fires and ventilation. His initial estimates on the type 
and characteristics of fires and the levels of heat release rates for cars (5 MW) and Heavy Goods Vehicles 
(20 MW) still constitute the basis for many design guidelines. His clear description of the characteristics of 
tunnel fires is admirable and still holds for the most part. His discussion of design fires for Heavy Goods 
Vehicles fires, however, has been renewed due to new experimental data [19, 20].  

The pioneering work on critical velocity by Thomas has been analysed further by many researchers. The 
common factor with these studies is the focus on different parameters that can affect the critical velocity, 
including: the tunnel geometry, tunnel slope or plume flow.  For example in 1982, Danziger and Kennedy 
[21] presented a set of semi-empirical equations based on Froude number modelling, similar to Thomas 
work, which included a grade correction factor to calculate the critical velocity for sloping tunnels. This 
model was included in a computer model called SES (Subway Environmental Simulation).  

The main problem with the Thomas critical velocity correlation (equation (1)), which has a 1/3 exponent, is 
that it is only valid for flame heights lower than the ceiling height [22]. In order to solve this problem, Ota 
and Atkinson [22] conducted important work using dimensional analysis. They found that for low heat 
release rates the test data followed Thomas cube root relation but then flattened out. They sought a simple 
explanation of the variation of critical velocity with heat release rate by examining the buoyancy head 

backlayering distance Lb 

u
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produced by fire plumes with flames falling well short of, or extending along, the ceiling [17]. They 
suggested Froude scaling and presented the following correlations for critical conditions: 
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where *
critv  is the dimensionless critical velocity, vcrit is the critical velocity, H is the height of the tunnel, 

Q  is the heat release rate and *Q  is the dimensionless heat release rate. Equation (3) and (4) are governed 
by the following constraints: 
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The value of *
maxv varies between 0.22 and 0.38 depending upon which burner was used during the various 

experiments [22].  By calculating *Q  and then v*, the critical velocity is given by equation (3). For low 

values of *Q , *
critv  increases with 3/1*Q . But for higher values of *Q , *

critv  is more or less constant. 
Atkinson and Wu [23] extended this work using the same dimensional analysis for large fires but derived 
corrections for sloped tunnels varying between 0 to 10 degrees.  Wu and Bakar [24] as well as Lee and 
Ryou [25] continued in similar manner, but used hydraulic diameter instead of tunnel height in their 
dimensional analysis of the experimental test results. This was done in order to better correlate the effects 
of the aspect ratio of the tunnel to the test data. The work by Hwang and Edwards [26] summarises well the 
period of dimensional analysis of the critical velocity. They used CFD analysis in their work together with 
work originating from a different research area; namely mining.  

A new type of theoretical approach for critical velocity was adopted by Kunsch [27], who developed a 
simple analytical model to account for the physical models for a rising plume deflected at the ceiling and 
the integration of relevant equations for backlayering flow. His work provides a sound basis for further 
development of these models. Kunch model precdicts the existence of a limit value of the dimensionless 
critical velocity. For large values of heat release rate, the dimensionless critical velocity becomes 
independent of the heat release rate and approaches a value of 0.42 [28]. Vauquelin et al. [28-30] has 
presented interesting papers on critical velocity using test data from model scale tests with buoyant fluid. In 
the paper on “confinement velocity”, Vauquelin and Telle [29] apply the concept of critical velocity for 
longitudinal flow in order to control the smoke gases from two different directions using extraction 
ventilation. This type of thinking is new and innovative and ought to be investigated further.   

It is clear that the critical velocity (no backlayering) is the single most well investigated fire phenomena 
found in the literature of tunnel fire research. The level of knowledge is high but there are still some areas 
that need to be investigated further. The majority of the theoretical models that describe the concept of 
critical velocity are based on a semi-empirical approach. The semi-empirical models consider slope, aspect 
ratios, objects in the flow and hydraulic diameters but all the test data presented is based on steady state 
conditions. No effects of the dynamic fire development nor heat losses to surrounding walls on the critical 
velocity have been investigated. Some of the work is based on analytical methods but these methods are 
more complicated by nature. They may, however, exhibit a greater potential in terms of improvements to 
these models, especially the effects of dynamic fire development and heat losses.  
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Backlayering of smoke 

Thomas [13] has established theoretical correlations between the hot plume flow above the fire and the 
backflow of hot gases upstream the fire in a longitudinal flow (see Figure 1). The equation Thomas 
established was as follows: 
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temperature (K). This correlation has not been validated by experimental data and it is seldom referenced or 
investigated by researchers. This equation could be used to estimate the critical velocity, i.e when 

0/ =HLb . A more well known relationship is that developed by Vantelon et al. [31] who presented a 

simple model for predicting the length of a backed-up smoke layer, bL : 
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where R is the tunnel radius. The proportionality constant for equation (6) has not been determined 
experimentally. Ingason [2] discusses this constant (assuming the exponent as 1/3 instead of 0.3) and found 
based on data from numerous model scale tests, that this constant varied between 0.6 to 2.2. There is a need 
to compare these correlations with large scale experimental data. Ingason [32] used equations (5) and (6) to 
correlate model scale data on backlayering and found that equation (5) gave a better correlation. He was 
also able to show that equation (5) yielded a critical velocity of about to 3.4 m/s and 4.17 m/s depending on 
the tunnel height. It is encouraging to see that the original work by Thomas [13] gives such good results.  

Influence of ventilation on fire spread  

In the late 90’s a group of fire scientists at the Herriot-Watt University in Edinburgh and from Edinburg 
University started research on fire spread modelling which is still today the only comprehensive treatment 
of fire spread in a tunnel. Beard et al. [6, 33] examined the ignition of objects downstream of an existing 
fire in a tunnel. Beard et al. derived series of models under the generic title FIRE-SPRINT (Fire Spread in 
Tunnels). This is based on a non-linear model, the first version of which was FIRE-SPRINT A1 (Fire 
Spread in Tunnels, Model A, Version 1), which predicts the conditions for fire spread from one object to 
another within a tunnel with longitudinal ventilation. However, the flames do not extend downstream of the 
initial fire. The model identifies unstable states within the system and associated instability with the onset 
of fire spread. The model is based on average temperatures within a control volume where radiant feedback 
from the hot gases in the control volume is essential to the development of the thermal instability. The 
instability is correlated with a jump in the temperature of the gases in the control volume. This jump is 
associated with the point at which spread from an initial fire to a target object would be expected. Beard et 
al. explain that it should not be assumed that this is necessarily the only possible mechanism for the fire 
spread from one object to another in a tunnel (see definition of fire spread mechanism below). It is, 
however, assumed that this thermal instability corresponds to one mechanism of fire spread. The tunnel 
model has been developed further since this groundbreaking work (FIRE-SPRINT A2 [7, 34]), where the 
flames extend downstream from the initial fire and over the entire length of the target object without 
impinging on it. There is also a third version, FIRE-SPRINT A3 [35], available which makes the same 
assumptions as A2 but includes a thicker flame section between the initial fire and target fire. The flame 
impingement has also been considered and has led to the development of the model FIRE-SPRINT B1 [36]. 
The main problem for the developers has been the lack of experimental data to validate the program.  
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Rew and Deaves [37] postulated various mechanisms for fire spread based on work concerning the Channel 
Tunnel Fire in 1996 [38]. The first mechanism is flame impingement. Due to low the ventilation rate, the 
flames are deflected by the presence of the ceiling, mainly in the direction of the ventilation flow. The 
flames visually ‘crawl’ along the ceiling above the vehicles. The second one is surface spread, which 
implies flame spread across the surface of the fire load. The third is remote ignition, i.e, the conditions at 
vehicles which are not very close to the initial fire are raised to the point of spontaneous ignition due to the 
high temperatures produced by the fire. The fourth is fuel transfer, which entails spread of the fire through 
liquid spread from leaking fuel tanks or debris downwind of the fire. The last one is explosion, i.e., 
explosion of fuel tanks may spread burning fuel to adjacent vehicles.  

Rew and Deaves concluded that although all the above mechanisms may have contributed to fire spread in 
the Channel Tunnel incident, the primary mode of fire spread between wagons was due to flame 
impingement. They estimated the flame lengths as a function of the heat release rate and the ventilation 
flow rate. They assumed that the gas temperature at the flame tip was 600 ºC and compared that to the 
criterion given by Heselden [16] for ignition of vehicles in tunnels (580 ºC). This value appears to be very 
close to the values cited previously for the spontaneous ignition of materials. If the vehicles are exposed to 
temperatures in this range for some time they will ignite, without the need for piloted ignition (i.e. by 
spontaneous ignition). If the flames are in the vicinity of the pyrolysing material, the material will probably 
ignite at lower temperatures (through piloted ignition). 

Lönnermark and Ingason [39] carried out an analysis of fire spread during four large-scale fire tests that 
were performed in the Runehamar tunnel in 2003 [19, 40]. The fire loads consisted of mock-ups simulating 
a Heavy Goods Vehicle (HGV) trailer. The fire spread downstream of the HGV trailer mock-ups was 
studied, both to large targets with the same type of commodities as used in the trailer mock-up for each 
tests, and to small pieces of wood and plastic, placed at different distances from the fire. The purpose was 
to determine a critical distance for fire spread between HGV trailers for different heat release rate histories. 
The time to ignition of a second object and fire spreading distances were estimated from post-visual 
observations and temperature measurements.  

Influence of ventilation on maximum heat release and fire growth rate 

The effect of longitudinal ventilation on the fire development in HGV fires is an important issue for tunnel 
designers. The interaction between the ventilation flow and the heat release rate has been investigated 
extensively by the research group from Heriot-Watt University [8, 9, 41]. They recognized that data was 
available from a number of different fire tests in various tunnels and with different boundary conditions, 
but that no consistent data was available. Therefore, it was not possible to use traditional statistical methods 
to analyse the data. Their method to solve this was by using a probabilistic approach; i.e., for example, the 
Heat Release Rate (HRR) of a HGV could increase by much more than a factor of four for a longitudinal 
flow rate of 3 m/s, but that the most likely HRR enhancement is approximately a factor of four at 3 m/s and 
a factor of ten at 10 m/s. They also found that the fire growth rate could increase by a factor of five for 3 
m/s and by factor of ten for 10 m/s. It was also seen that the enhancing effects of ventilation for small pool 
fires is much less significant than that for HGV’s (it may be reduced by 40%), while that for large pool 
fires tended to increase by 50 %. For car fires, the enhancement of the ventilation rate on the heat release 
would not be significantly different relative to a car in a naturally ventilated tunnel. The fire growth rate for 
car fires would not be significantly influenced by forced ventilation rates of 1.5 m/s. A Bayesian 
probabilistic approach was used to refine estimates, made by a panel of experts, with data from 
experimental fire tests in tunnels. Due to the lack of systematic experimental data, the authors declared 
early that when new data becomes available the results will be refined. This has also been done in 
publications such as references [42, 43].   

Researchers at the SP Technical Research Institute of Sweden have performed numerous experimental 
investigations, both large scale and model scale, that partly fill the gap in experimental data concerning the 
influence of ventilation on fire spread and heat release rates [19, 32, 39, 40, 44-46]. The PhD Thesis by 
Lönnermark in 2005 [40], summaries well the work carried out at SP and gives a broad description of the 
new knowledge introduced into tunnel fire research. Lönnermark’s thesis [40] constitutes a milestone in 
tunnel fire research, with the work at the Runehamar tests [19, 40, 47, 48] as a major contribution.  
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Apart from the Runehamar tests, several model and intermediate scale fire tests have been carried out by 
SP. The aim of the model study by Ingason [32] was to show the importance of the ventilation rate on the 
maximum heat release rate and the fire growth rate for solid fuels (wood cribs in this case), that are 
comparable from a porosity point of view. Comparing the effects of ventilation on fuels with significantly 
different porosity and ventilation conditions is not advisable as it may give an unfair comparison of the 
effects. The effects may be overestimated if one compares a burning wood crib with low porosity at 
quiescent conditions to a burning wood crib with a high porosity and high wind conditions. In order to 
investigate the effects of ventilation on the burning characteristic of the wood cribs, a plot was made of the 
data. The comparison may give slight erroneous results since the influence of the surrounding walls (re-
radiation etc.) with no ventilation on the mass burning rate is not included. The model scale tests [32] show 
that that the maximum heat release rate per unit fuel area increases with increasing longitudinal ventilation 
rate for a well ventilated wood crib. The increase here is not more than a factor of 1.55, as can be observed 
in the left figure of Figure 2. For a wood crib with lower porosity this value was not higher than a factor of 
2 [46]. The aim was also to investigate the effects of longitudinal ventilation on fire growth rates. The 
linear fire growth rate, tQ ΔΔ / , was taken from the time the heat release rate was 20 kW up to the time 
when it reached 100 kW. 
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Figure 2 To the left, the maximum heat release rate per unit area fuel surface as a function of the 

longitudinal ventilation rate, cu , for two different types of well ventilated wood cribs. To the right the fire 
growth rate for the wood cribs tested as a function of the longitudinal ventilation rate [32]. 

The data on fire growth rates given in reference [32] is also plotted in Figure 2 (right) as a function of the 
longitudinal ventilation rate, cu . The results show that the influence of the longitudinal ventilation rate on 
the fire growth rate is much higher than on the maximum heat release rate. This has to do with the way the 
fire spreads along the crib. The increase is related to a more effective heat transfer from the flames to the 
fuel surface (e.g. tilted flames enhance the flame spread) and more effective transport of oxygen into the 
fuel bed. It also affects the glowing pyrolysis (oxidation of the char) of the wood cribs. The fire may be 
locally under-ventilated under normal conditions (e.g densely packed wood cribs or goods) but in a forced 
ventilation flow the transport of oxygen to the under-ventilated regions enhances the combustion rate. 
Beyond a certain air velocity, however, convective cooling can compete with the heat transfer from the 
flames and the burning rate and thereby the heat release rate may be reduced. The fire growth rate increase 
at a velocity 0.62 m/s (corresponding to 3 m/s in large scale) is in the order of 2 times the fire growth rate at 
ambient conditions and for 1.04 m/s (5 m/s in the large scale) it is in the order of three. It should be 
emphasised that any type of blockage of the fuel against the wind flow can totally change the fire growth 
rate [46]. As the fire growth rate is one of the most important design parameters for tunnel safety these 
results are considered as important.  

An interesting observation concerning the work on influence of forced ventilation flow on heat release rates 
comes from an early study by Harmathy [49]. He concluded that the heat released by the oxidation of the 
char plays an important role in the process of pyrolysis and thereby the heat release rate. Non-charring fuels 
do not exhibit this influence on the heat release rate. This explains why the increase is not higher than is 
obtained in the model scale tests by SP for fuel that is not under-ventilated under normal conditions. This is 
crucial for our understanding of the effects of ventilation rate on heat release rates in tunnel fires. A 
possible explanation for why Carvel et al. determine such a high increase in the maximum heat release rate 
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for HGV is therefore the way the fuel was compared. Fuel that is under-ventilated during ambient 
(quiescent) or natural ventilated conditions exhibits much higher increase than fuel that is not under-
ventilated under ambient or natural ventilated conditions. 

Influence of tunnel size on heat release rate 

The effect of the tunnel geometry on heat release rate is an interesting research field. Carvel et al. [50] 
compared the increase of heat release rate due to the tunnel geometry to a similar situation under ambient 
outdoor conditions. A number of different experimental test series published in the literature were studied. 
The work included experiments involving liquid pools, wood cribs, and cars. The authors came to the 
conclusion that the width of the tunnel has a significant influence on the heat release rate from a fire in a 
tunnel. The results were explained by the surrounding wall and hot gas radiation to the pool surface, the 
temperature inside the tunnel, and the flow pattern near the fire. The analysis indicated that the height of 
the tunnel did not significantly effect the heat release rate enhancement. Lönnermark and Ingason [46, 51] 
investigated the effect of geometry on the heat release rate using model scale tests, and found that the 
dependency of the mass loss rate and the heat release rate on the tunnel dimensions differ, especially for 
pool fires. The effect of the height and the width on the mass loss rate and heat release rate depends on the 
starting conditions. For a pool fire in a tunnel with relatively small height or width, an increase in tunnel 
dimensions leads to an increase in fire size while for larger heights and widths, an increase in tunnel 
dimensions leads to a decrease in fire size.  

Flame length 

Very little effort has been put into analysing flame lengths in tunnels. This is an important area, especially 
due to the fire spread risk. Rew and Deaves [37] presented a flame length model for tunnels, which 
included heat release rate and longitudinal velocity but not the tunnel width or height. Much of their work 
is based on the investigation of the Channel Tunnel Fire in 1996 [38], test data from the HGV-EUREKA 
499 fire test [52] and the Memorial Tests [53]. They defined the horizontal flame length, fL , as the 
distance of the 600 ºC contour from the centre of the HGV or the pool, or from the rear of the HGV. The 
flame length from the rear of the HGV was represented by the following equation: 

4.0

10120
20

−⋅

⎟
⎠
⎞

⎜
⎝
⎛

⎟⎟
⎟

⎠

⎞

⎜⎜
⎜

⎝

⎛
=

uQL f  

   (7) 

 

here 
⋅

Q  is given in MW and u  in m/s. This equation is a conservative fit to a limited set of data obtained 
from the HGV-EUREKA 499 test. Equation (7) tells us that the longitudinal ventilation shortens the flame 
length as the velocity increase. Oka et al. [54] and Kuwana et al. [55] have examined the variation of flame 
length and tilt for flames which did not reach to the ceiling. They obtained a similar dependence on 
ventilation rate although the dependence on heat release rate was somewhat weaker[56].   Lönnermark and 
Ingason [39] developed a flame length correlation based on a combination of  a plume flow correlation and 
equation (7):  
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This correlation worked very well for the Runehamar data. Further work on flame lengths in tunnels is 
definitely needed, especially in the case of natural and transverse ventilation. 

Maximum gas temperature 

There are number of temperature-time curves available for design of load bearing structures in tunnels. The 
most common is the standard curve used in laboratory testing, e.g. ISO 834. This curve represents material 
found in buildings and is not really relevant for tunnels, mainly because of the fact that it shows a slower 
temperature rise than has been found from tunnel experiments. ISO 834 has been used in many countries 
for tunnels, but it rapidly became clear that it does not represent all material, e.g. petrol, chemicals etc. and 
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therefore a special curve, the hydrocarbon curve (the HC-curve), was developed in the 1970’s. The HC-
curve has mainly been used in the petrochemical and off-shore industries but it has also gained some 
acceptance for tunnel applications. Special temperature curves have been developed in some countries to 
specifically simulate hydrocarbon fires in tunnels. Examples of such curves are the RABT/ZTV Tunnel 
Curve in Germany, modified HCinc in France, and the Rijkswaterstaat Tunnel Curve (the RWS Curve) in 
the Netherlands.  There are a number of large-scale tests available with gas temperatures in the vicinity of 
the fire source which can be compared to the temperature development in these standard curves. 

The highest gas temperatures for tunnel fires available in the literature are from the Runehamar test series 
[47] and from petrol liquid fire tests in tunnels [57] with small-cross sections. These fires resulted in gas 
temperatures in the range of 1200 – 1365 oC. These high temperatures are in agreement with the highest 
temperatures in the RWS and HC curves for tunnel fires. There is a correspondence between high heat 
release rate and high temperatures but high temperatures also appear to be related to the type of fuel, fuel 
geometry, and size and cross-section of the tunnel. For high heat release rates ( ≥ 35 MW) the gas 
temperatures become high ( ≥ 900 oC), with the exception of the tests in the Memorial tunnel test series 
with high ceiling height and 100 MW. This observation is applicable even when the ventilation rate is high 
( ≥ 3 m/s). This can be explained by the fact that for high heat release rates the flames impinge on the 
ceiling and the combustion zone, where the highest temperatures are usually obtained, is situated close to 
the ceiling, even when the longitudinal ventilation deflects the flames. All together these results indicate 
that the type of fuel, its geometrical shape and size, the tunnel cross-section, and the combustion efficiency 
are important parameters for the temperature level. In conclusion we can say that, when the combustion 
zone (usually up to about two-fifths parts of the free flame height) extends up to the tunnel ceiling and we 
reach optimal ventilation in the combustion area, the highest ceiling temperatures will be obtained. When 
the longitudinal ventilation is increased the cooling effects dominate and the temperature drops again. 

There is a need to develop correlations between the heat release rate, ventilation rate, tunnel geometry and 
fuel type and shape. This may already be in place as a group of Japanese scientists have recently conducted 
some very important work in the field of heat release rate and ceiling temperatures [55, 58]. Based on own 
model scale and large scale tests, Kurioka et al. [58] have derived correlations for the maximum ceiling 
temperature, through dimensional analysis:   
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used to calculate the gas temperature in the ceiling of a tunnel with a longitudinal ventilation flow and 
different tunnel heights. The approach given by these Japanese researchers is very promising. Their work 
needs to be analysed further by comparing these results with large scale tests carried out worldwide.  

Lönnermark and Ingason [46] carried out model scale tests using two different types of fuels, wood cribs 
and heptane pool fire, and investigated the correlation between the maximum gas temperature, ventilation 
rate and the size of the cross-section of a tunnel. They found that the maximum gas temperature is affected 
by the dimension of the tunnel. In general there was a decrease in the temperature with increasing 
dimension, but not near the fire where an increase in gas temperature could be seen.  For the tunnels with a 
small cross-section, the temperature is relatively uniform, while an increased stratification and difference 
between average temperature and ceiling temperature can be observed when the width or height of the 
tunnel is increased. 
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OVERVIEW OF EXPERIMENTAL LARGE SCALE WORK 

Numerous large scale fire tests in tunnels have been carried out. Experience shows that the mass loss rate, 
heat release rate, smoke spread and the ceiling gas temperature are the parameters mostly documented. A 
dozen scientifically founded large-scale fire test programs have been carried out to date as can be seen in 
the summary given by Ingason [59].   

The focus has mainly been on the heat and smoke spread and how different ventilation systems influence 
these parameters.  The quality of large-scale tests carried out in the 60’s to 80’s varies considerably and in 
all these tests there is a lack of the key fire hazard parameter: the heat release rate. Further, the boundary 
conditions (wind at portals, air temperatures, lining surface etc) were usually not the most favorable for 
validation of advanced computer models. These tests were performed to fill a gaping lack of knowledge 
concerning the influence of the ventilation systems on tunnel fires rather than to fulfill the need for 
academic studies and validation of CFD-fire models.  

The first series of large-scale tunnel fire test series were performed in the 60’s and the 70’s in Europe [60] 
[61] [61-63]. Many of these tests were reported with admirable detail concerning the test data and the test 
set-up. They were mainly directed towards solving fire problems of road tunnels in Europe and they had a 
major influence on the technical standards of that time, an influence which continues today. Grant et al. 
[17] considered these tests as ‘tantalizing snapshots’ primarily due to the inadequate heat release data. A 
less known large-scale test series was carried out in Japan in the late 70’ and beginning of the 80’s [64]. 
The tests were carried out in a full-scale test tunnel and in a full-size road tunnel. This was the first time 
full size vehicles (cars, buses) were used in a large-scale test series in a tunnel but unfortunately no heat 
release rate measurements were carried out. Some weight loss estimations were, however, carried out. In 
general we can say that the tests carried out in the 60’s and the 70’s had, and still have, a major influence 
on the standards and guidelines used for fire safety in tunnels.   

A new era was started in tunnel fire testing with the use of the oxygen consumption calorimetry.  In the 
early 80’s, oxygen consumption calorimetry became a standard tool in fire laboratory worldwide. When the 
EUREKA tests were performed in the beginning of 90’s, these tests denoted a milestone concerning new 
and valuable information for tunnel engineers. In particular in terms of the great variety in the heat release 
rate data for vehicle types such as cars, train coaches, subway coaches and an articulated lorry loaded with 
furniture [20, 65, 66]. Nearly all the large-scale fire tests conducted prior to the EUREKA tests focused on 
road tunnel issues. The EUREKA tests have filled the gap between road- and railway tunnels although 
there is still a great need for more testing of vehicles travelling through rail- and metro tunnels. In the 
EUREKA tests very little consideration was given to the risk of fire spread between vehicles, mainly 
because prior to and at the time of the performance of the tests there had not been that many serious large 
fire accidents involving multiple vehicles. This situation changed in the late 90’s and in the beginning of 
21th century.  

The Memorial tunnel test series [53] carried out between 1993 – 1995, represent another milestone in large 
scale tunnel testing although the fire source consisted of low sulfur No2 fuel oil pans (diesel) and not real 
vehicles. In the Memorial tunnel tests series there was a need for a well-defined fire source in order to 
compare the performance of the different ventilation systems.  

During the early 21st century there have been to date three fire test series performed in large-scale tunnels. 
Large-scale tests were performed in the No. 3 Shimizu Tunnel on the New Tomei Expressway using 
gasoline pan fires, cars and a bus [67]. These tests included natural and longitudinal ventilation as well as 
water sprinklers. In the Second Benelux tunnel in the Netherlands, large-scale tests with cars and Heavy 
Goods Vehicle (HGV) mock-ups using wood pallets, were performed in 2002 [68]. Tests with natural 
ventilation and longitudinal ventilation and water sprinkler systems were also performed here. Further, a 
large-scale test series was carried out in the Runehamar tunnel in 2003 [19, 40, 47, 48]. In Runehamar, four 
tests using a mock-up of HGV fire loads were carried out. These tests provide important information on fire 
development in different types of ordinary hazard goods and show that this type of goods can create fires 
which are similar in size to that of a gasoline tanker fire. During these tests an interesting phenomena 
concerning the pulsation of smoke was observed for the first time [48]. Based on the Runehamar tests, a 
new design values were recently adopted for the NFPA 502 standard (2008 edition) on HGV. Earlier design 
fires of 20 – 30 MW had been adopted whereas in the 2008 version the design values have been changed to 
70 – 200 MW with reference to the Runehamar tests.  
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As the heat release rate is a key parameter for tunnel scientists and engineers, an overview of the most 
important heat release rate measurements in tunnels is given below. 

OVERVIEW OF MEASURED HEAT RELEASE RATES 

Road vehicles 

The literature describes a number of measurements of heat release rates of road vehicles.  The heat release 
rates for single passenger cars (small and large) vary from 1.5 to 8 MW, but the majority of the tests show 
heat release rate values less than 5 MW. When two cars are involved, the peak heat release rate varies 
between 3.5 and 10 MW. Further, there is a great variety in the time to reach the peak heat release rate, i.e., 
between 10 and 55 minutes.   

Very few bus tests have been performed. The peak heat release rate from a standard bus is in the order of 
30 MW and the time to reach peak heat release rate is less than ten minutes.  

The highest peak heat release rates are obtained for the HGV trailers. These have been found to be in the 
range of 13 to 202 MW, depending on the fire load. The time to reach peak heat release rate is in the range 
of 10 to 20 minutes. The fire duration is less than one hour for all the HGV trailer tests performed. In 
Figure 3 time-resolved heat release is shown for numerous HGV fire loads.  

Rail and metro vehicles 

The literature describes very few measurements of heat release rates for rail and metro vehicles. The 
majority of the tests available are from the EUREKA 499 test series. The peak heat release rate is found to 
be in the range of 7 to 43 MW and the time to reach the peak heat release rate varies from 5 to 80 minutes, 
see Figure 3. If the fire were to spread between the train coaches, the total heat release rate and the time to 
reach the peak heat release rate would be much higher than the values given here. 
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Figure 3  The heat release rate for the HGV trailer tests (left) and trains (right). 

The EUREKA 499 tests show that there are many parameters that will affect the fire development in a train 
coach. These include the body type (steel, aluminum etc), the quality of the glazed windows, the geometry 
of the openings, the amount and type of combustible interior and its initial moisture content, the 
construction of wagon joints, the air velocity within the tunnel and the geometry of the tunnel cross-section. 
These are all parameters, which needs to be considered in the design process of a rail or metro tunnel.   

Ingason [59] collected the heat release rate data from all the large scale tests available in the literature and 
normalized the maximum heat release to the exposed fuel surface area. The fuel surface area was defined as 
the freely exposed area where release of gasified fuel can occur simultaneously. The reason to normalize to 
the exposed fuel surface area was that this makes it convenient to compare the maximum heat release rate 
between different type of fuels and for different conditions. The results can easily be used to estimate the 
peak heat release rate in different type of vehicles and other solid and liquefied fuels. Based on this work, 
the heat release rate data was divided into three different groups based on the fuel type, i.e.; liquid pool 
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fires, ordinary solid materials such as wood pallets and wood cribs and road and rail/metro vehicles. The 
data is summarized in Table 1.  

Table 1  Summary of heat release rate per fuel surface area for liquid fires in tunnels. The tests have been 
performed in fuel pans with relatively deep fuel depth [59]. 

Type of fuel Test series Exposed fuel area 
 

(m2) 

Maximum heat release 
rate per square meter 
exposed fuel area 
 
MW/m2 

Liquid 
Gasoline Ofenegg, 

Zwenberg, No.3 
Shimizu 

6.6, 47.5, 95 0.35 – 2.6  

Kerosine Glasgow 1.44 1.4 
n-Heptane Eureka 1, 3 3.5 
n-60 % heptane/40% toulene 2nd Benelux 3.6, 7.2 1.1 – 1.6 
Low-sulfur No 2 fuel oil Memorial 4.5, 9, 22.2, 44.4 1.7 – 2.5 

Solid fuel 
Wood cribs Eureka (test 8, 9 

and 10) 
140 0.07 – 0.09 

Wood pallets 2nd Benelux (tests 
8, 9, 10 and 14) 

120 (36 pallets) 
240 (72 pallets) 

0.11- 0.16 

82 % wood pallets and 18 % PE 
pallets 

Runehamar (test 1) 1200 0.17 

82 % wood pallets and 18 % 
PUR matrasses 

Runehamar (test 2) 630 0.25 

81 % wood pallets and cartons 
and 19 % plastic cups 

Runehamar (test 4) 160 0.44 

HGV- furniture Runehamar (test 3) 240 0.5 
HGV- furniture Eureka (test 21) 300 0.4 

Vehicles 
Medium sized passenger cars Assuming a 5 MW 

fire in the car 
12 - 18  0.3 – 0.4  

Passenger car plastic  Test 20 in Eureka 17 (no ceiling) 0.35 
Buss  Test 7 in Eureka 80    0.36 
 Train   Test 11in Eureka  145 0.30  
 Subway coach  Test 14 in Eureka 130   0.27 
* The heat of combustion of gasoline is assumed to be equal to 43.7 MJ/kg, 43.5 MJ/kg for kerosene, 44.6 MJ/kg for 
n-heptane. 
 
It was concluded that that the heat release data per square meter fuel surface area in a fuel controlled fire 
using different vehicles is rather narrow, i.e., between 0.3 to 0.4 MW/m2 [59]. This is also in line with the 
heat release rate per square meter fuel surface area for the solid materials. The heat release rate per square 
meter fuel surface area of the individual material exhibits a greater variation, but it appears that the total 
effect of the mixed material is not so broad. This observation is very important to consider when 
establishing design fires for tunnels. It is also important to perform more large scale tunnel fire tests using 
real vehicles. Most of the vehicle fire data is available for vehicles that are out of date, and therefore a new 
large scale tunnel test series with modern road and rail/metro vehicles is a pressing scientific endeavour. 

CONCLUSIONS 

This overview shows that the critical velocity for longitudinal flow in tunnels is the single most well 
investigated fire phenomena found in the tunnel fire research literature. Our knowledge in this area has 
reached a high level but there are still some issues that need to be investigated further. Very little work has 
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been done on backlayering of smoke upstream a fire and any cross-sectional effects on heat release rates, 
temperatures, fire spread and toxic conditions. Extensive work using model scale tunnels has contributed 
new information and clarified many phenomena but the lack of good large scale experimental data is and 
will be a key issue in near future. This concerns mainly the correlation between heat release rate and 
maximum ceiling temperatures, the influence of ventilation on maximum heat release rate and fire growth 
rate and fire spread in and between vehicles. The extensive theoretical work which has been conducted 
concerning the effects of ventilation on heat release rates needs to be further investigated in large scale 
tests. Model scale tests contradict partly the results obtained from the probabilistic methods described here.  

An interesting observation is that the heat release data per square meter fuel surface area in a fuel 
controlled fires of different vehicles is rather narrow. This needs to be validated for a broader range of 
vehicles. Most of the vehicles that have been tested in large scale tests are out of date, and therefore a new 
large scale tunnel test series with modern road and rail/metro vehicles is a pressing need. Of more academic 
interest is the pulsation obtained in the Runehamar tests. This phenomenon has been investigated to a small 
degree but it would be interesting to expend more efforts in this area.  
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